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I.



INTRODUCTION In January 1983, the United Nations declared 1983 to 1992 the International Decade of Disabled Persons. Less than two months after this declaration, Batas Pambansa Bilang 344 (BP344), otherwise known as An Act to Enhance the Mobility of Disabled Persons by Requiring Certain Buildings, Institutions, Establishments, and Public Utilities to Install Facilities and Other Devices, or the accessibility Law was passed into law on February 25, 1983. The Implementing Rules and Regulations of BP 344 were amended in 1994 and is the current version in use and being implemented by all Local Government Units, the DPWH, the DOTC, and all other concerned government agencies. The contents of this Access Audit Report were based primarily on the current and latest version of BP 344 or the Accessibility Law. Draft BP 344 IRR Amendments have been formulated and are still undergoing peer review hence these can still change or be modified depending on the results of the peer review. Recommendations that are based on the Draft BP 344 IRR Amendments are noted in this Plan Review/Accessibility Audit Report.



II. FINDINGS AND RECOMMENDATIONS FROM THE PLAN REVIEW A. Site Development 1. Accessible Parking 1.1 Findings a. There is no designated Accessible Parking Slot for vehicles with passengers or users with disabilities. b. In the absence of an updated Site Development Plan, a manual parking count was done. The Quezon Hall can accommodate parking for 100 cars. 1.2 Recommendations a. Provide a least five (5) Accessible Parking Slot(s) located the closest to the nearest accessible entrance(s) in Quezon Hall and according to Table A.1.1.



ACCESSIBLE PARKING SLOT REQUIREMENT TOTAL NUMBER OF PARKING SLOT 1 – 25 26 – 50 51 – 75 76 – 100 101 – 150 151 – 200 201 – 300 301 – 400 401 – 500 501 – 1000 1001 - OVER



Table A.1.1



REQUIRED NUMBER OF ACCESSIBLE PARKING SLOTS 1 2 3 4 5 6 7 8 9 2% OF TOTAL SPACES 20+ (1 FOR EACH 100 OR A FRACTION THEREOF OVER 1000)



Accessible Parking Slot Requirements (Table A.4.1 ACCESSIBLE PARKING SLOT REQUIREMENT ” in the Draft BP 344 IRR Amendments)
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a. Provide two (2) accessible parking slots immediately adjacent to the existing accessible ramp behind the North Wing of Quezon Hall as shown in Fig. A.1.1. and Fig. A.1.2. b. Locate one (1) accessible parking slot located closest to the entrance to the Office of the Vice Chancellor for Community Affairs and the Office of the Vice President for Administration. (OVPA).



Fig. A.1.1 Image above shows part of the existing ramp from the rear parking leading to the back entrance of the Quezon Hall. c.



Provide one (1) accessible parking slot located closest to the entrance to the Office of the Diliman Legal Office. d. Provide one (1) accessible parking slot located closest to the accessible existing ramp going down to the basement offices of the Cash Office, Technology Transfer and Business Office, and the Information Management Section/ e. For all five (5) accessible parking slots provide signage using the International Symbol of Access to identify these slot(s) as parking dedicated for vehicles with or used by passengers with disabilities. Signage options can be: 1) Pole Mounted: Mounted at a minimum height of 2.00 meters measured from the finish grade to the bottom of the sign. 2) Painted on the pavement For both options the least dimension of the sign should be 600mm and makes use of the color combination shown in Fig. A.1.3



Prepared by: Armand Michael R. Eustaquio, Architect, Accessibility Consultant



Page 3 of 19



Quezon Hall: Plan Review and Accessibility Audit Report



Fig. A.1.2 Image above shows two (2) proposed accessible parking slots at the existing parking behind Quezon Hall.



Fig. A.1.3 Image at left shows recommended signage for accessible parking slots reserved for vehicles with passengers with disabilities.



Fig. A.1.3 Image above shows recommended configuration of signage for an accessible Parking Slot.
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B. Basement Floor 1. UP Diliman Legal Office 1.1 Findings a. The approach to the ramp going up to the entry foyer of the Diliman Legal Office is abrupt and will be difficult to use for a person who uses a wheelchair. b. There is a 60mm step going up to the entry foyer. c. There is a 100mm step down from the entry foyer to the reception. d. The clear opening of the entrance to the offices from the reception area is only 500mm. e. The clear opening of the door of the Conference Room is only 700mm. f. The clear opening of the door to the pantry is only 650mm. g. The toilets are not accessible from the hallway which has a clear width of only 650mm. h. The clear openings of the toilet doors are only 550mm. i. The Male Toilet has overall dimensions of 1.06M X 1.80M. j. The Female Toilet has overall dimensions of 1.40M X 1.870M. 1.2 Recommendations a. Reconfigure the existing ramp (please see Fig. B.1.1) as recommended in Fig. B.1.2. b. Provide signage for the accessible ramp as shown in Fig. B.1.3. that is either pole mounted or painted on the pavement using traffic paint of thermoplastic paint. c. Move the existing location of the main entrance gate forward and extend the enclosure of the entry foyer as shown in Fig. B.1.2. d. Provide a continuous curb 100mm high on both sides of the ramp at the base of the handrails. e. Provide warning tactile blocks as shown in Fig. B.1.2. 300mm before the start of each ramp run and steps.



Fig. B.1.1 Image above shows steep approach/transition to ramp going to entry foyer of UP Diliman Legal Office. f.



Provide handrails on both sides of the ramp. For each side provide handrails mounted at a height 700mm and 900mm measured from the finish floor of the ramp to the top of the handrail. Provide also 300mm extension before and after each ramp run.
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g. Provide signage using the international symbol of access as shown in Fig. B.1.3



Fig. B.1.2 Image above shows recommended reconfiguration of ramp going to the Diliman Legal Office.



Fig. B.1.3 Image at right shows Signage to identify Accessible Ramps Using the International Symbol of Access
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2. Office of the Vice Chancellor for Community Affairs (OVCCA) and Office of the Vice President for Administration (OVPA) 2.1 Findings a. There is a 190mm difference in elevation going down into the Office of the Vice Chancellor for Community Affairs (OVCCA) and the Office of the Vice President for Administration (OVPA) coming from the common entry foyer. There are two (2) steps going down to the OVCCA and one (1) step going down to the OVPA. b. The toilets in both the OVCCA and the OVPA are not accessible to persons with disabilities.



Fig. B.2.1 Image above shows the 2-step difference in elevation between the OVCC and the entry foyer.



Fig. B.2.2 Image above shows the difference in elevation between the SPMO and the entry foyer.



2.2 Recommendations a. Lower the finish floor level of the existing entry foyer by 190mm or to be the same as that of the existing finish floor levels of the OVCCA and the OVPA. b. Lower the existing entrance doors to the OVCCA and the OVPA by 190mm and provide lintel beams above.
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c.



Provide an accessible ramp with a slope of 1:12 going up to the level of the existing finish grade adjacent to the entry foyer as shown in Fig. B.2.3. d. Provide a trench drain and area drain/catch basin if deemed necessary to prevent flood water as shown in Fig. B.2.3 e. Provide an accessible ramp going down from the landing if existing surrounding finish grade would necessitate as shown in Fig. B.2.3.



Fig. B.2.3 Image above shows proposed modifications to the common entrance of the OVCC and the SPMO to make them accessible to persons with disabilities. f.



Provide an accessible ramp going down from the landing if existing surrounding finish grade would necessitate as shown in Fig. B.2.3. g. Provide warning tactile blocks as shown 300mm before and after grade changes in steps and ramps.
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3. Basement Entrance Adjacent to the Cash Office 3.1 Findings a. There is a 190mm 1 step going up to the ramp. b. The ramp that goes into the building is steep and does not have handrails on either side.



Fig. B.3.1 Images above show back entrance to the Basement Level of Quezon Hall with a step and steep ramp with no handrails. 3.2 Recommendations a. Modify existing plant boxes and provide accessible ramp at the entrance as shown in Fig. B.1.2. b. Make necessary modifications to affected portions of storm drains so as not to disrupt functioning of the existing storm drainage system. c. Verify the actual width of the hallway with what is shown on the As-Built As Plans. d. Move back the existing existin door to the Cash Office as shown in Fig. B.1.2 e. Lengthen the existing ramp to achieve a slope of 1:12 as shown in Fig. B.1.2. f. If existing door to Cash Office is less than 850mm wide rreplace eplace it with a wider door to achieve minimum clear opening of 800mm measured from the face of the open door to the face of the jamb opposite the open door. door g. Provide two (2) sets of handrails on both sides of the ramp, ramp one at a height of 700mm and the other at a height of 900mm measured from the finish floor of the rramp to the top of the handrails. h. Install warning tactile blocks 300mm before going up to or before going down the proposed accessible ramps and steps. i. Provide pole mounted or pavement signage using the international symbol of access to help persons with disabilities locate the accessible ramps as shown in Fig. B.1.3
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Fig. B.3.2 Image above shows recommended modifications to the entrance adjacent to the Cash Óffice to enhance compliance with B 344.
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4. Male and Female Public Toilets 4.1 Findings a. There is no accessible toilet cubicle/compartment in both the Male and Female Toilets. b. There are two (2) steps going up to the level of the public toilets from the level of the hallway adjacent to the Cash Office. There is insufficient space to provide an accessible ramp in the present layout. 4.2 Recommendations a. Verify if As-Built drawings are updated against existing layout. b. In the event of future renovations to this area study existing floor levels carefully and recommend changes to minimize if not eliminate indoor grade changes or differences in floor level elevations. c. Modify layout and provide a separate single common single passenger accessible toilet to be shared by both male and female persons with disabilities. Please see Fig. B.2.1



Fig. B.4.1



Image above shows proposed modifications to Basement Public Toilets to provide a common accessible toilet.



Fig. B.4.2 Image at left shows 3D view of a typical accessible toilet
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5. Technology Transfer and Business Development Office 5.1 Findings a. The Technology Transfer and Business Development Office is not accessible to persons with disabilities. b. The As-built plans are not updated.



Fig. B.5.1



Image above shows entrance to Technology Transfer and Business Development Office



5.2 Recommendations a. Verify and update As-Built Drawings against existing layout. b. Remove one of the existing plant boxes to make room for an accessible ramp with an estimated rise of 540mm and two 3250mm runs with an intermediate landing having a minimum depth of 1500mm. c. Make necessary modifications to affected portions of storm drains so as not to disrupt functioning of the existing storm drainage system. 6. Information Management Office 6.1 Findings a. The Information Management Office is not accessible to persons with disabilities. b. The As-Built Plans are not up to date.



Fig. B.6.1



Images above and right show entrance to Information Management Office.
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6.2 Recommendations a. Verify and update As-Built Drawings against existing layout. b. Modify existing plant boxes as needed to make room for an accessible ramp with an estimated rise of 540mm and two 3250mm runs with an intermediate landing having a minimum depth of 1500mm. c. Make necessary modifications to affected portions of storm drain so as not to disrupt functioning of the existing storm drainage system. 7. Two (2) Unused Offices 7.1 Findings a. There are two (2) unlabelled offices that were flooded at the time of the ocular for the Accessibility Audit. b. These are accessible but are prone to flooding. 7.2 Recommendations Study the Storm Drainage System of the area and make necessary modifications. It is possible that solving the storm drainage problems would be cheaper than elevating the finish floor of these offices – similar to the adjacent functional offices. UP can gain valuable office space if these offices are made functional.



C. Ground Floor 1. North Wing 1.1 Toilet at Pantry and Male and Female Public Toilets a. Findings 1) The toilet adjacent to the Pantry has overall dimensions of 1750mm (D) X 1500mm (W). This is less than the prescribed 1800mm (D) X 1700mm (W). 2) There is no 1500mm x 1500mm maneuvering space outside this toilet. b. Recommendations 1) Increase the size of this toilet to incorporate one (1) additional urinal and designate this toilet as the Male Toilet for the north wing of the Ground Floor as suggested in Fig. C.1.2. 2) Convert the existing Male Toilet as the common Accessible Toilet for the use of Persons with Disabilities as shown in Fig. C.1.1. 3) Retain the existing Female Toilet as is.



Fig C.1.1



Image above shows proposed modifications to existing Male Toilet to be converted to an Accessible Toilet
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Fig. C..1.2 Image at left shows suggested modifications to existing toilet at Pantry to be converted to designated Male Toilet for the Ground Floor North Wing. 1.2 Toilet at the Office Secretary of the University (OSU) a. Findings 1) The toilet at the Office of the Secretary of the University is not accessible. It has clear dimensions of only 1650mm (D) X 1500mm (W). b. Recommendations 1) Batas Pambansa Bilang 344 does not require individual private accessible toilets if there is another toilet that is accessible on the same floor. It could however be awkward for a future Secretary of the University who has some form of disability not to be able to use his/her private toilet and would have to go out of his/her office to use the common accessible toilet. 2) Should the University decide to provide accessible private toilets the toilet at the OSU can be made accessible by modifying it to conform to Fig. F.1.2. 3) Another option would be to provide one accessible private toilet on this floor either at the OSU or the OVPPA and assign that University Official with disabilities to the particular office with an accessible toilet. 1.3 Toilet at the Office of the Vice President for Public Affairs (OVPPA) a. Findings 1) The toilet at the Office of the Vice President for Public Affairs is not accessible. It has clear dimensions of only 1650mm (D) X 1500mm (W). c.



Recommendations 1) Batas Pambansa Bilang 344 does not require individual private accessible toilets if there is another toilet that is accessible on the same floor. It could however be awkward for a future Vice President for Public Affairs who has some form of disability, especially if he/she uses a wheelchair, would not to be able to use his/her private toilet
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and would have to go out of his/her office to use the common accessible toilet. 2) Should the University decide to provide accessible private toilets the toilet at the OSU can be made accessible by modifying it to conform to Fig. F.1.2. 3) Another option would be to provide one accessible private toilet on this floor either at the OSU or the OVPPA and assign that University Official with disabilities to the particular office with an accessible toilet. D. Mezzanine Floor The As-Built Plans are not updated.



E. Second Floor The As-Built Plans are not updated.



F. Third Floor 1. North Wing 1.1 Office of the Vice President for Development a. Findings 1) The toilet is not accessible for a person with disabilities 2) There is a need to verify from the Schedule of Doors if the door sash is 950mm wide and that the effective clear opening of the door is 900mm from the face of the door to the face of the opposite door jamb.



Fig. F.1.1



Partial Floor Plan of the Existing Design of the Office of the Vice President for Development



Prepared by: Armand Michael R. Eustaquio, Architect, Accessibility Consultant



Page 15 of 19



Quezon Hall: Plan Review and Accessibility Audit Report



b. Recommendations 1) Verify that the entrance door to the office of the Vice President for Development is 950mm wide and has a clear door opening of 900mm taken from the face of the open door to the face of the opposite jamb. 2) The decision to make all of some of the private toilets of the Vice Presidents accessible for a person with disabilities is the Administration’s decision. Batas Pambansa Bilang 344 (BP 344) or the Accessibility Law is silent about the need to provide accessible private toilets. Some options are: a) Designate only one (1) Vice President’s office to have an accessible toilet but the possible future implications are: a.1 A Vice President with no form of disability assigned to an office with an accessible toilet may exchange his/her office to give way to an incoming Vice President with disabilities who will need an accessible toilet or share it with the same. a.2 The time may come when more than one (1) Vice President may have some form of disability and need an accessible toilet.



Fig. F.1.2



Floor Plan of Proposed Typical Accessible Toilet for any (or all) Office for Vice Presidents



3) Other considerations: a) The floor area of a typical toilet for Vice Presidents in the present design is 3.51 square meters. The floor area that will be required for an accessible toilet will be 4.20 square meters or just an additional 0.69 square meters b) The cost of building an accessible toilet during the on-going renovations (while the toilets have not yet been constructed) will be minimal or negligible compared to the cost of renovating a regular toilet that has been constructed in accordance with the present design in the future to make it accessible for persons with disabilities.
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c) R.A. 9442 or the Magna Carta for Persons with Disabilities (formerly R.A. 7277) prohibits discrimination on employment against qualified persons with disabilities on the basis of having some form of disability. d) It would be awkward for any future Vice President with disabilities to use the common accessible toilet located on the South Wing. e) The above recommendations apply to all the other Offices of Vice Presidents: VP for Planning and Finance, V for Academic Affairs, and VP for Administration.



1.2 Pantry and Staff Toilet a. Findings 1) The Pantry is not accessible to persons with disabilities because of the narrow door opening. 2) The Staff Toilet is not accessible to a person with disabilities.



Fig. A.1.3 Floor Plan of Existing Pantry and Staff Toilet
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b. Recommendations 1) Verify the width of the door leading to the Pantry. Provide a 950mm wide door with a clear door opening of 900mm measured from the face of the open door to the face of the opposite jamb. Reverse the swing of the door to make it swing outwards towards the Fire Exit lobby. 2) Regarding the considerations:



Staff



Toilet



the



following



are



options



and



a) Option I is to provide signage informing persons with disabilities to use the accessible toilet at the Third Floor South Wing. This is acceptable in BP 344 so long as the route to be taken to the accessible toilet is accessible especially for a person who uses a wheelchair. b) Option II is to modify the design of the Staff Toilet to make it accessible to persons with disabilities. This will reduce the effective size of the Pantry as shown in Fig. A.1.4



Fig. A.1.4 Floor Plan of Proposed Accessible Pantry and Accessible Staff Toilet
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G. Doors in General 1. Findings a. There may be doors leading to offices and rooms that provide less than 800mm of clear opening width. Anything less than 800mm is not accessible to a person who uses a wheelchair. 2. Recommendations a. Replace doors with an overall width of less than 850mm. Doors sashes less than 850mm wide offer less than 800mm of clear opening between the face of the open door and the face of the opposite door jamb. This makes it difficult for a person who uses a wheelchair to pass through such doors. b. The current version of Batas Pambansa Bilang 344 requires a minimum clear door opening of 800mm measured from the face of the open door to the face of the jamb facing the open door. This means that doors to be accessible to persons who use wheelchairs should be at least 850mm in width. c. The Draft BP 344 IRR Amendments require a minimum clear opening of 900mm also measured from the face of the open door to the face of the jamb facing the open door. This means that such doors should be at least 950mm in width.



Fig. G.1.1 Image above illustrates an accessible doorway. (Fig. C.2.2 Plan of SWING DOOR in the Draft BP 344 IRR Amendments)
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